NOTES:

1

REVIEW DETAILS AND REVISE AS NEEDED TO SUIT PROJECT REQUIREMENT.

SIZE CONDENSATE BRANCH LINE NO SMALLER THAN THE TRAP INLET.

REFER TO LANL FACILITY CONSTRUCTION SPECIFICATIONS SECTIONS 15520 AND
15525.
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